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CONTINUATION PAGE

AMENDMENT NO. 2
DATE: May 21,2014

RE: VA Medical Center
5000 West National Avenue
Milwaukee, WI 53295

RE: VA Medical Center
5000 West National Avenue
Milwaukee, WI 53295

VA No. 695-13-109SCIP
This Addendum consists of 5 Narrative pages 3 Drawing pages.

Attachments:
1. AS-103-Bldg 111 Enlarged Eighth Floor Plan. IT Room 8639 will remain as is and Clean

Storage Room 8643 will be reduced in size (see plan attached #1).
2. Dental Chair Spec pdf. (see attachment #2).
3. Dental Chair Template pdf. (see attachment #3).

Drawings:

Electrical

1. Sheet EL-101 — Delete Keynote #4 to eliminate moving the light fixture in IT 8639.

2. Sheet EP-101 — Locate new receptacle shown on East wall of CLEAN STG Rm.
8643 approximately 3°-0” West to align with existing wall.

3. Sheet ET-101 — Delete Keynote #2 to eliminate moving any existing IT equipment.
Locate new voice/data drop in CLEAN STG Rm. 8643 approximately 3°-0” West to
align with existing wall.

Plumbing

4. Sheet PD-101 — Delete Keynote #4 to eliminate need to offset existing piping in existing
wall.

5. Sheet PP-000 — Add General Note #15 to read: Contractor to re-certify all medical/gas
lines back to the zone valve box once compromised by either cutting for demolition or
connection of new lines, per NFPA standards. Outages to be scheduled during off hours.
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Specifications:

1. 08 71 00 add the following to 1.7- B:

B. Manufacturers' Catalog Number References: Where manufacturers'
products are specified herein, products of other manufacturers
which are considered equivalent to those specified may be used,
except for Best mortise sets with Medeco cores, LCN closers and
Von Duprin exit devices which are sole source items per Section
01 00 00, GENERAL REQUIREMENT, 1.1.G.4. Manufacturers identified

herein by abbreviations as follows:

Adams-Rite Adams Rite Mfg. Co. Glendale, CA

LCN ILCN Closers, Inc. Princeton, IL
Best/Medeco Best & Medeco Mfg., Co. Indianapolis, In
Stanley The Stanley Works New Britain, CT
Trimco Triangle Brass Mfg. Co. Los Angeles, CA
Von Duprin Von Duprin Hardware Co. Indianapolis, IN
NGP National Guard Products Memphis, Tn.
Rockwood Rockwood Mfg Co. Reamstown, Pa.

The following questions and answers provide clarification to the contract documents:

1. The room numbers in the Phasing plans and alternate bid schedule do not coincide with
each other. Which room numbers are correct?

Answer: The alternate bid schedule has correct room numbers.

2. Plan Sheet GI-100 does not appear to show infection control barriers for the portion of
Phase 3 that includes room 8640 Mechanical and 8640a IT Room.

Answer: Room 8640a IT Room has been removed from the project.

The IT Room 8640a remains as is.

Provide 1.C. Barrier at corridor side of Room 8646 and 8640.

Refer to IC dwgs. GI 100 & GI 200 along with spec section 01 01 10 IC for infection
control requirements
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3. Tam unable to locate a phasing plan for the work to be completed on the 7™ floor. How
much space will we be allowed to work in at one time?

Answer: The construction work required on the 7" floor will be selected by the
Contractor according to the 8" floor phasing schedule. The Contractor will present VA a
list of rooms required for project construction. The space requests must be made two
weeks in advance of actual construction.

Refer to PD-102, note 2 for all work, including plumbing.

4. Assuming the 7" Floor C-Wing will remain fully functional while we complete work on
the 7™ floor, will drywall infection control barriers be required on the 7™ floor?

Answer: Provide 1.C. Barriers as required by I.C. Protocols listed on Sheet G1-200.
5. Room 8414 Dumbwaiter Room is indicated as having an acoustical lay-in type ceiling to

be demolished, as indicated on plan sheet AD101. Please confirm that this ceiling is not
plaster or drywall.

Answer:

Existing Room 8420 office currently acoustical ceiling
8418 on-call currently acoustical ceiling
8414 dumbwaiter currently plaster
8409 trash room currently plaster

6. Is the Dental Chair Floor Box referenced in Key Note #4 on Plan Sheet PP-101 provided
by the supplier of the Dental Chairs?

Answer: Yes, the floor box is provided by the dental chair manufacturer. See
DentalChairSpec.pdf and DentalChairTemplate.pdf (attached #2 and #3).

7. There appears to be an issue with the Key Notes on Plan Sheet MD-101. We cannot
locate Note #8 on the plan. Note 12 is found on the plan but not in the Key Note List.
Should Note #12 on the plan actually be Note 11. Please Clarify.

Answer:

1. Delete existing Keynotes #8, #9, #11.

2. Add New Keynote #9 to read: Demo existing exhaust discharge outlets and
associated piping to lab exhaust fan. Repair/replace window to match existing (re:
arch).

3. Add Keynote #12 to read: Demo existing 20x20 transfer air duct and grilles.

8. What material is the Dental Vacuum piping to be constructed from?

Answer: Refer to spec section 22 62 00 for more information.

9. The Electrical/Technology drawings do not contain any information on the
Intercom system for this project. Please provide information on the manufacturer,
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10.

11.

if this particular model is currently being manufactured, model number, wiring
details, riser cabling details and if the existing head-end equipment has the
capability/capacity to handle the additional devices shown on drawing ET-101.
(During the 5/1/2014 walk-through, we were unable to look at the Intercom head-
end equipment due to the person conducting the walk-through not having the
necessary IT closet key)

Answer: Contractor shall relocate existing desktop intercoms in rooms 8505, 8651, 8546,
8625, 8623, 8619C, 8600, 8602, and 8649 (Stentofon Micom 1502) to specified
locations. Contractor shall terminate in room locations using RJ-12 and Cat 5e cabling
to 8622. In 8622 contractor shall terminate connections to existing punch down block
and wire them to existing power injectors. Contractor shall terminate and test all
connections. Contractor shall test operation of all desktop intercoms in coordination
with VA.

On drawing ET-101, the triangle symbols that are representing the Voice/Data cabling
requirements do not coincide with details 05 and 03 and EE-501. As an example, does the
open divided triangle (shown in Hygienist room 8600) with the number 6 below the
triangle and the number 1T on left side of the triangle mean this location is to receive 1
blue phone cable and 6 white data cables? If this is not the case, please provide direction
as to how to interpret the voice/data symbols.

Answer: The (6) indicates the total number of outlets to be provided in the face plate (as
noted in the voice/data legend on EE-001). Since this is a voice/date outlet, the 1T
indicates that (1) of the (6) outlets needs to be voice (blue cable per detail 05 on sheet
EE-501) and the remaining (5) outlets need to be data (white cable per detail 05 on sheet
EE-501).

Filled triangles with a sub script (4) should be provided with (4) data outlets.

Open divided triangles with a sub script (4) should be provided with (2) data and
(2) voice outlets as indicated by detail 03 on sheet EE-501.

On drawing ET-101 and EE-501, I can’t find a reference as to what is required for the
triangles that are filled (room 8610/Sterile Supply) and open divided (rooms 8644 and
8643) with a “MED?” designation. Please provide information as to what the cabling
requirements are for these locations.

Answer: Filled triangles with a sub script (4) should be provided with (4) data
outlets — the “med” designation is only to identify that this outlet will serve the
medical dispensing equipment

Open divided triangles with a sub script (4) should be provided with (2) data and
(2) voice outlets — the “med” designation is only to identify that this outlet will
serve the medical dispensing equipment.
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12.

13.

14.

15.

On drawing ET-101, Conference Room 8644 is showing (2) locations on the north wall
that are labeled as “TV?, are 72”AFF and have a number 4 beside them. Are these
requiring 4 coaxial TV cables each? If not, please direction as to how to interpret these
symbols.

Answer: The (4) indicates the total number of outlets to be provided in the face plate (as
noted in the voice/data legend on EE-001). Since this is a voice/date outlet, the tv
designation indicates that (1) of the (4) outlets needs to be tv (coaxial cable) and the
remaining (3) outlets need to be data.

In specification 271500, 2.1 Modular Jacks, there is a description of how to place the
Jacks in a 6-port wall plate. In section 2.2, Wall Plates, it states that 4-port wall plates will
be used and have a 45 degree angle. Which statement is correct?

Answer: (4) port wall plates are the typical configuration and the requirements of
section 2.2 should be applied to (4) port wall plates provided for this project.

The requirements of section 2.1 should be applied to (6) port wall plates provided
for this project where identified.

Is the Cat Se cable to be CMR (riser) or CMP (plenum) rated?
Answer: PLENUM

Please confirm that the Data Patch Panels are to be 24-port Cat 6 as stated in 271500,
2.3.D.1.
Answer: CONFIRMED



